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Allow to temporary move and reinstate services on existing wall as follows: Allow to move and reinstate services on existing wall as follows:
Four no double socket outlets Retain and work around existing socket outlet.
Light switch Reroute cabling within floor void as required to suit new joists and beam
Fused spur for electric radiator replacement works

Reroute cabling within rebuilt partition inlieu of surface mounted trunking
Re-use and reinstate existing panel heater
New flush socket outlets in lieu of surface fixed.

Retain and protect existing fire panel and detectors on adjacent wall.
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